UPS 2000 User Guide

· Features:
1. Support Win98/Me/NT/2000/Xp.
2. AC fail and battery low auto detection . 

3. Warning message and timer setting available.
4. Auto save files (named by date) and auto close application programs before shut down system. (Support Word、Excel、PowerPoint、FrontPage、Notepad、Paint、WordPad)

5. Be able to review the previous shut down information and open the application programs.
6. Auto detect the connecting status.
· Hareware Installation:

Connect the serial cable which comes with the UPS2000 software with the RS232 port of your PC.

· Software Installation: 
1.RUN UPS2000P.EXE, click the “Next” button.
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2.Click”Yes” button.
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3. Click “Next” button.
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4. Fill in your Name. 
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5. Click “Next” button.
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6. Click “Next” button.
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7. Copying files. 

[image: image7.jpg]E I E——————
UPS2000

Copying Instal Data

Copyright ¢ 2002 by Leadman





8. Remember to restart your system after the installation was completed.
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· Setup :
1. Point to the UPS2000 smallest icon then click the right button of the mouse.
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2. Select “Setting” then the setup icon will appear. 
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3.Port section: 

Select Com1 or Com2 port. (The default setting was Com1)
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4. Time section: 

Setting the shut down time after the AC failed.

  During the AC failure, if the battery comes to low, the software will save those executing programs immediately then shut down the system.  
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5.Warning section:
  You can set the warning message by yourself.

  If you do not want the warning message to appear on the screen, you can disable the Pop-up Message function.   
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6. Event Log section:

  You can see the files which were saved in the previous shut down evens and open them. 
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7.Main icon:

If the serial cable was connected well then it will appear “Connected”, otherwise it will appears “DisConnected”.

You also can use “Option” in the main icon to select those functions mentioned above.
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· Uninstalling program:
1. Close the UPS2000 software.
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2. Go to the Control Panel and select the Add/Remove programs.
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3. Select UPS2000。
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4. Click “Yes” button.
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5. Click “OK” to remove UPS2000.
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